Introduction
Organic Rankine Cycle (ORC) is the recent type of an environmentally friendly leading technological system, applying the principle of the steam Rankine cycle, but can utilize relatively lowgrade heat sources below 150°C. This system uses an organic substance as a working fluid; therefore it is named as 'Organic' Rankine. Thus, the system utilizes low-grade heat sources for economic energy production and consists of an evaporator (heating area), a turbine and a condenser (cooling area). Utilizing different kinds of working fluid instead of water/steam provides the opportunity of constructing miniature, compact and portable thermal power plants. The selection of the architecture will rely on heat source temperature stage and also sort of working fluid, dry or wet. ORC based new type of power plant system is designed to use low and mid-temperature waste heat sources and to convert them into electric energy-efficiently, economically and CO 2 free. ORC systems are typically used for four major applications: waste heat recovery, geothermal power plants, biomass combustion plants and solar thermal plants [1, 2, 3] .
The most developed application for an ORC system is the so-called "waste heat recovery". The term "waste heat recovery" may be utilized to express the use of any heat overall ejected to the environment. Thus, the ORC system is a useful way of heat recovery in the temperature range between 150 to 200 °C; especially if no other utilization for the waste heat is present on the site [4, 5, 6 ].
Figure 1. (ORC) Organic Rankine cycle overview
ORC is simpler and economically more feasible than the steam Rankine cycle. Thus, many commercial and test plants can be made by using organic Rankine cycle due to its advantages. The ORC system exhibits great flexibility, high safety and low maintenance requirements in recovering this grade of waste heat. Integrating the ORC to the energy system, such as power plants, could achieve using low-grade energy (waste heat) to generate high-grade energy (power), easing the power burden and enhancing system efficiency. Since the ORC consumes virtually no additional fuel, for the same added power, the emission of environmental pollutants such as carbon dioxide (CO2), sulfur dioxide (SO2) and so on would be decreased. What's more, according to the local demand, the exhaust heat exiting from the ORC could be further utilized to drive chillers such as absorption chillers to supply cooling capacity. The ORC technology is a newly emerged technology since 1961. Thus, its usage is not so common in our country [7, 8, 9] .
The Organic Rankine Cycle transforms thermal energy into mechanical shaft power. The advantage of ORC systems is the return of useful energy, often as electrical turnout, from low-energy resources such as the low-pressure steam affiliated with steam-driven turbines used for electricity generation [10, 11, 12] . Figure 2 is an approximate sketch of the proportion of energy sources for ORC systems. According to the pie chart seen in Figure 2 , the percentage of biomass energy source is 48%, the percentage of geothermal energy source is 31%, the percentage of waste heats energy source is 20% and the percentage of solar energy source is 1%.
ORC Energy Recovery System Overview
An Organic Rankine Cycle (ORC) is energy recovery system shown in Figure 1 , like a traditional Rankine steam system, except the organic working fluid, which is high molecular mass fluid with a liquid-vapor phase change, or boiling point at a lower temperature than the water-steam phase transition [13, 14, 15] .
The low-temperature heat is transformed into useful work to be transformed into electricity. Selection of the fluid of ORC system relies on the temperatures of the thermal sink and also the thermal source [16, 17, 18] .
ORC energy recovery system is a closed loop consisting four fundamental functions: • 1-2 Pump Compression: A feed pump make liquid working fluid is pressurized.
• 2-3 Boiler Vaporization: The liquid working fluid takes thermal energy in and vaporizes to the steam phase. Evaporators provide the heat transfer from the heat carrier fluid to the working fluid.
• 3-4 Expansion by an expander: An expander transforms the heat energy of the working fluid into mechanical energy, which is the power generating operation. Then, an alternator makes this mechanical energy to be transformed into electricity.
• 4-1 Condensation by a condenser: The steam fluid condenses into the liquid phase, which is the heatrefusing operation [19, 20, 21] . In Figure 3 general system layout is given. Figure 3 . General system layout: a typical T-s process diagram for the ORC system utilizing organic fluid [16] 
Selection Of Working Fluids
Working fluid selection is the significant concept in order to further develop the design of the ORC system. Since the working fluid selection involves the thermodynamic design and effectiveness of all parts in an ORC, it is a restricting aspect of ORC system design. Additionally, the required pressure grade and material class of all components within the system is also affected by the refrigerant [22, 23, 24] .
The common specifications which the working fluid should ideally suit are various and significant. Some of the preferred physical and chemical properties are non-flammability, stability, non-corrosiveness, non-fouling, and non-toxicity. Moreover, the low boiling point of the working fluid is another property to be used in a binary power cycle as involving with low-temperature geothermal waters [25, 26, 27] .
Considering working fluids that are appropriate for a binary geothermal power cycle, it can be expressed that: Ammonia is toxic with exposures of more than 500 ppm presenting an immediate hazard to life and health. N-Pentane is highly flammable. HCFC has ozone depletion characteristics. PF5050 is non-toxic, non-flammable and it has zero ozone depletion capability [28, 29, 30] .
Features of various organic fluids can be inspected. Accordingly, R114 (C2Cl2F4) is nonflammable, non-toxic, generates an overpressure to the condenser, gives fine process efficiency, has adequate thermal stability and permits the utilization of a low-cost, single stage turbine. It should be noticed that the full lack of oil (due to high-speed technology) essentially enhances the thermal stability of R114. However, since R114 is a CFC-compound, it is essential to discover other options. Because the process is hermetic, there is no actual hazard for the ozone layer, yet by utilizing a CFCcompound it is hard to satisfy the international requirements. Thus, other fluids, fluorine-85 and toluene (C6H5CH3), can be analyzed for the other prototype builts. The amount of thermal decomposition of toluene in oil-free circumstances is very low up to about 400°C. In terms of lowtemperature applications, isobutane (C4H10) is found to be rather appropriate. In that circumstances, it follows better than toluene to be cooled. Common refrigerants utilized within ORC systems were outlined and summarized in Table 1 [31, 32, 33] .
R-134a is readily accessible, low cost and widely used in the refrigeration industry as a working fluid. The thermodynamic efficiency of R-134a at temperatures higher than 50°C was detected to be amazingly deficient. Higher process pressures also declined the safety factor of experimental components. Therefore, a more profitable refrigerant can be selected. A refrigerant mix called HFC-M1 can be chosen for utilization with the ORC test bed. HFC-M1 is a mix of 50% R245fa and 50% R-365mfc. A boiling temperature of 30°C at atmospheric conditions also reinforces the facility of management of this refrigerant as shown in Table 1 [34, 35, 36] .
Lower boiling point and dry saturation curve are some of the various advantages of the refrigerant offer over water which is advantageous for the system efficiency since the steam flowing through the turbine is not a wet mixture [36, 37, 38] . Table 1 .Properties of some common ORC working fluids [17] Thus, high density and low latent heat are the properties which the organic substance chosen for working fluid must have. In order to boost the turbine inlet mass flow rate, such properties are favored. The thermal properties of these working fluids can be observed from Table 1 [39, 40, 41] .
Thermodynamic Modeling
A thermodynamic model of the conceptual design can be developed in Engineering Equation Solver (EES) and validated against experimental data [28] . Then, the model can be adapted to utilize both the convenient resource temperatures and prospected performance characteristics of the system components. Assessments could then be performed for the function of each of the four major components within the system [42, 43, 44] . The system efficiency for an ORC system is a key performance parameter and is defined as: (1) The thermal efficiency can be evaluated as 5.7%. The efficiency of an ORC system is typically very low due to the low resource temperatures used. The theoretical maximum efficiency for a thermodynamic cycle is the Carnot efficiency of a cycle:
Thermodynamic efficiency is often utilized as a gauge for ORC system design, yet is not the only concern. Maintenance, facility of manufacture, essential costs and environmental effect all need to be estimated when optimizing the system design. These concerns are equalized with thermal efficiency during the design operation and concluded in the design efficiency of 5.7% [45, 46, 47] .
Exergy Efficiency
Exergy efficiency for the binary geothermal power plants is described as the rate of exergy output to the exergy input. In binary geothermal cycles, the geothermal fluid leaving the evaporator is reinjected into the ground and its exergy is lost [48, 49] . Thus, efficiency is formed on the primary heat source exergy as given by Eq. (3): (3) where (4) and (5) Eq. (5) is evolved utilizing energy and entropy balances for the whole cycle.
The thermal efficiency of the ORC is the ratio of the net power output to the heat inclusion. However, this definition could be deceptive when considering various working fluids under particular operating conditions if the heat source of the inlet temperature and the pinch point are set. Nevertheless, the diversities of the thermal efficiency is straightly related to the variations of Wnet since the inlet, outlet temperatures and the flow rate of the heat source are set. Furthermore, the exergy efficiency is analyzed herein, which can be utilized to gauge the efficiency for waste heat recovery since the thermal efficiency can not indicate the capability to transform energy from low-grade waste heat into functional work [50, 51] . Regarding P0 and T0 to be the ambient pressure and temperature as the particular dead reference state, the exergy of the state point can be expressed as:
The exergy efficiency of ORC system can be considered as:
ORC Power Plant Design And Testing
The major modules can be designed as standard modules, which constitute the ORC energy plant, which means the power plant can simply be conformed to any waste heat origin by only transforming the central cycle to the particular industry plant. The switch module is designed for stable operating process circumstances. Furthermore, the power plant can be designed to only utilize a limited surface area, due to a rather compact constitution [52, 53] .
Temperature, pressure and flow rate data is obtained throughout the system to permit the utilizer to process the system and attain a steady state at the requested process conditions. A CompacDAQ can be utilized for data acquisition and also permits the system performance to be calculated. Presently, the system will require to be commanded by the utilizer, however as the system dynamics are comprehended better PID control will able to be enabled. Constitution of the system can be accomplished throughout nearly one year and then the system can be prompt for testing. Most of the components chosen are readily accessible which shortened the fabrication time plan. Extra caution should be taken throughout the constitution and assembly operations in order to assure no leakage in the system, which avoids a deficit of refrigerant [54, 55, 56] . The compact and modular design of the power plant is demonstrated in Figure 4 ; all components requiring monitoring or maintenance (electro-mechanical parts such as turbine, pumps, generator, valves etc.) are fixed at the lowest stage. The median floor stage includes every static systematic component as process heat exchangers, piping. Additionally, the condensers are beared by the top of the steel body [57, 58] . The system can be merged in almost any industrial processes due to its modular design. The two-cycle system provides an adaptable integration in current plants. The flexibility in its function permits for economic utilization of waste heat with temperatures beginning from 150°C to produce power from 500 kW to double-digit MW [59, 60] .
The ORC power plant is -from the cement maker's perspective-an installation of secondary significance, thus it must not intervene in or even disrupt the main process of cement manufacturing. This requirement is performed by fixing the heat exchangers in a bypass mode. If the ORC power plant should somehow be out of service, while the kiln is under full operation, the waste gas bypasses the heat exchanger and takes the regular path through the cooling tower. In bypass mode, the clinker cooler air is cooled in the existing cooler before it arrives the dust precipitator [61, 62, 63] .
Thermodynamic Investigation of Our ORC
In the numerical study, thermodynamic modeling of Organic Rankine Cycle using 1D code has been implemented for investigating an efficiency, network and power output of the system as illustrated in Figure 6 .
The performance of the ORC system is shown in Figure 5 at given operating conditions. In this case, the situation was examined in the simulation involved a cold start of the system. The heat source temperature was selected 973 K, and the mass flow rate was 0.23 kg/s. Both the pressure and the temperature eventually converged in the model. After the model was validated, further optimization of the ORC system was based on the observations of the possible behavior of the selected real system. For these models, ORC analyses should include bypass valves for the expander and heat exchanger based on the experimental setup which will be selected. Figure 6 . Sketch of our ORC system for thermodynamic analysis Figure 5 . Performance of our ORC system 
Conclusion
This paper investigates an ORC system for the industrial waste heat as the focus is on the waste heat recovery application. The organic Rankine cycle (ORC) is generally recognized as an applicable technology to transform low-temperature heat into electricity. Moreover, ORCs are designed for the unmanned process with a small amount of maintenance. Industrial waste heat, solar heat, geothermal energy and biomass combustion heat are recoverable energy resources. Organic Rankine cycle (ORC) energy recovery system was modeled and reviewed. In addition, a comprehensive literature survey is carried out. Thus, many recent papers about ORC have studied over accordingly in the literature section. Then, they were expressed in this paper in order, to sum up. A thermodynamic analysis was also carried out on an ORC system throughout this paper. Binary fluid cycles utilize a blend of water/ammonia, yet are rather complicated compared to Rankine cycles. Additionally, the organic substance chosen for the working fluid must have low latent heat and high density to boost the turbine inlet mass flow rate. Typical features of an ORC module are indicated as heat source temperature, power output, thermal efficiency, etc. The maximum thermal efficiency of a module is about 25%. The choice of a module is basically founded upon operation, heat source temperature and aimed power output. The selection of the sort of organic Rankine cycle machine is commonly affected by the nature, condition, and temperature of the heat source. Thus, the temperature is a critical property during selection in case studies. According to results, the system varies according to technology, size and cost aspects. Moreover, machine, engineering, system integration, capital costs are contained in the investment cost of an ORC Project and also the investment cost is closely related to the application.
Since the ORC consumes virtually no additional fuel, the emission of environmental pollutants such as carbon dioxide (CO2), sulfur dioxide (SO2) and etc. would be decreased. Moreover, the exhaust heat exiting from the ORC could be further used to drive chillers such as absorption chillers to supply cooling capacity if required by the local demand. Moreover, further work is needed to enhance the ORC's performance, such as decreasing the heat and pressure losses in the whole system and developing the performance of the common parts such as the turbine, generator, and heat exchangers. 
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